# Table of Contents

Appendix A - Mapping

State Map .................................................................................................................................3
Northwest Planning Zone Map.................................................................................................4
Northeast Planning Zone Map ..................................................................................................5
West Central Planning Zone Map ............................................................................................6
Southwest Planning Zone Map ................................................................................................7
Southeast Planning Zone Map ................................................................................................8
Links to Detailed Zonal Maps .................................................................................................9
Proposed DRG Sites in the NE Planning Zone

Legend

- Proposed DRG Sites
- Transmission Lines
  - 23 kV AC Transmission
  - 34.5 kV AC Transmission
  - 41.6 kV AC Transmission
  - 46 kV AC Transmission
  - 69 kV AC Transmission
  - 115 kV AC Transmission
  - 138 kV AC Transmission
  - 230 kV AC Transmission
  - 345 kV AC Transmission
  - 500 kV AC Transmission
  - 250 kV DC Transmission

Wind Profile at 80 Meters

- <29%
- 29-31%
- 31-34%
- 34-37%
- 37-39%
- 39-42%
- 42-44%
- 44-47%
Proposed DRG Sites in the NW Planning Zone

Legend

- Proposed DRG Sites
- Transmission Lines
  - 23 kV AC Transmission
  - 34.5 kV AC Transmission
  - 41.6 kV AC Transmission
  - 69 kV AC Transmission
  - 115 kV AC Transmission
  - 161 kV AC Transmission
  - 230 kV AC Transmission
  - 345 kV AC Transmission
  - 500 kV AC Transmission
  - 250 kV DC Transmission

Wind Profile at 80 Meters

- <29%
- 29-31%
- 31-34%
- 34-37%
- 37-39%
- 39-42%
- 42-44%
- 44-47%

Map showing proposed DRG sites in the NW Planning Zone.
Proposed DRG Sites in the WC Planning Zone

Legend

- Proposed DRG Sites
- Wind Profile at 80 Meters:
  - <29%
  - 29-31%
  - 31-34%
  - 34-37%
  - 37-39%
  - 39-42%
  - 42-44%
  - 44-47%
- Transmission Lines:
  - 34.5 kV AC Transmission
  - 41.6 kV AC Transmission
  - 69 kV AC Transmission
  - 115 kV AC Transmission
  - 230 kV AC Transmission
  - 345 kV AC Transmission
  - 400 kV DC Transmission
Proposed DRG Sites in the SE Planning Zone

Legend

Wind Profile at 80 Meters
- <29%
- 29-31%
- 31-34%
- 34-37%
- 37-39%
- 39-42%
- 42-44%
- 44-47%

Transmission Lines
- 69 kV AC Transmission
- 115 kV AC Transmission
- 161 kV AC Transmission
- 345 kV AC Transmission
Proposed DRG Sites in the SW Planning Zone

Legend

Transmission Lines
- 23 kV AC Transmission
- 41.6 kV AC Transmission
- 69 kV AC Transmission
- 115 kV AC Transmission
- 161 kV AC Transmission
- 230 kV AC Transmission
- 345 kV AC Transmission

Wind Profile at 80 Meters
- <29%
- 29-31%
- 31-34%
- 34-37%
- 37-39%
- 39-42%
- 42-44%
- 44-47%

Proposed DRG Sites
- Granite Falls - 66298
- Lyon County - 60171
- Ivanhoe - 66295
- Milroy - 62738
- Walnut Grove - 62740
- Lk Sarah Tap - 62713
- Holland - 66007
- Hardwick - 66003
Appendix A - Mapping

Links to detailed zonal maps:

- Northwest Planning Zone
- Northeast Planning Zone
- West Central Planning Zone
- Southwest Planning Zone
- Southeast Planning Zone